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Suspended timber floor system comprising 

26 Primo acoustic floor layer on 18mm 

plywood board. Timber joists with 100mm 

mineral wool insulation between to span

between low level concrete dwarf 

walls. This is to ensure 600mm difference

between floor levels is achieved.

New proposed step lift

system to allow disabled

access to the communal 

spaces. Ref: 80-45-90/130.
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Single ply warm flat roof system 

situated at lower level. New pitch 

to be 1:60. Ref: 20-50-30/170 

New warm roof system, consisting single 

ply membrane on insulation and VCL layer,

atop existing structural deck system.

Ref: 20-50-30/170.

New flashing upstand formed along 

existing neighbouring property and 

existing parapet wall.

New single ply membrane dressed into 

existing gutter, forming a complete 

water tight drainage channel.  

New concrete floor system to S.E. 

Design. Layered with a new 

resilient acoustic system and floor 

finish.

New concrete floor system to S.E. 
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New bonded single ply membrane 

system to existing canopy roof.

New aluminium fascia to canopy 

perimeter.

ID-116-04

Smoke 
Vent

Lift

3 m²
WC
118

13 m²
Laundry

117

68036

3 m²
Cleaner's Store

119

6 m²
Lobby
120

20 m²
Stair
121

ID-116-03 ID-116-02

67441

ID-111-02

ID-120-01

674311

AS-20

2

AS-20

NOTE: 
Interior design, FF+E as well as 
communal and studio design by other.

Drawing No:

Date: Scale:

Drawn: Checked:

Job No:

Revision:

All dimensions are to be checked on site, any discrepancies are to be reported to 
the Architect before work commences. Do not scale from this drawing.

This drawing is to be read in conjunction with all relevant consultants and 
specialists drawings / documents, any discrepancies are to be reported to the 
Architect before the affected work commences.

All structural components shown are indicative only.  Details / calculations of 
structural members are to be provided by the Structural Engineer.

This drawing is copyright.

The Former Diplomat Hotel
144 Sunbridge Road
Bradford
BD1 2HA
T-01274 723 909  
W-www.yemearchitects.co.uk  
E-hello@yemearchitects.com

CAD Ref:

Location:

Client:

@ A2As indicatedC5

C:\Users\SamaY\Documents\501123_The Last Plantagenet_Construction
Model_Central_leadHCTKG.rvt

The Last Plantagenet

Proposed First Floor Plan

SM/JC/FM

21/02/2022

JCB

GA-123501123

Friends Tavern Leicester Ltd.

CONSTRUCTION - S1

Last Plantagenet,
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C1 22.09.21 Issued for coordination. Refer to Model
Amendment Log Sheets.
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C4 24.12.21 (S1) Issue, new backing wall to TV position. SM SM

C5 10.03.22 Lift and smoke shaft core amended to contractors
instruction.
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