DO NOT SCALE THIS DRAWING.

VERIFY ALL DIMENSIONS / SETTING OUT ON SITE.

NOTIFY ANY DISCREPANCIES TO THE ARCHITECT.

FOR STRUCTURAL INFORMATION REFER TO STRUCTURAL
ENGINEER'S DRAWINGS.

FOR M&E INFORMATION REFER TO M&E ENGINEERS AND
SUB-CONTRACTOR'S DRAWINGS.

FOR HEALTH AND SAFETY INFORMATION REFER TO
ARCHITECTURAL HEALTH AND SAFETY RISK ASSESSMENTS.

FLOOR LEVELS KEY PLAN (N-T-5)

LEVEL 01a
FFL=55030

LEVEL 01b.
FFL=54955

LEVEL 01
FFL = 54,260

60 minute vertical cavity barrier
at all party wall junctions also at
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Revision P_By:HM

Checked: 27.01.2006

Revision L By:AK Checked: 27.07.2005

Revision K By:HM Checked: 11.07.2005

Revision F_By:AK

Checked:

13.05.2005

LOCATION OF ZINC RAINSCREEN CLADDING SYSTEM REVISED

CORE A
CORRIDOR DOOR CONFIGURATION AMENDED TO FLAT NO'S A.1.03

CONSTRUCTION ISSUE.
INTERNAL CORE LAYOUTS REVISED TO SUI STEEL FRAME

MODULE TYPE AMENDED FROM BEL-27 TO BER-27 FLAT

F.1.156 BEDRODM E

Revision Q_By:AJB Checked: 27.07.2006  AND A.1.04 DESIGN MODULE TYPE AMENDED FROM BER-01 TO BEL-01 FLAT
FINAL ISSUE ‘Nﬂ DRY RISER RELOCATED 1NO OMITTED Revision J By:AJB Checked: 27.06.2005  F.1.156 BEDROOM B SHOWN CLOUDED
CORE B FLOOR LEVELS RAISED BY 150mm
DRY RISER RELOCATED MODULE D1.84 E RELOCATED IN UNE WITH COMENT FROM A.1.04 KITCHEN NOTE AMENDED
CORE C ACT A1.05 KITCHEN NOTE AMENDED e
1NO AOV OMITTED CORE STEEL COLUMNS ADDED.
CLNR/COMMS ROOM ENLARGED Revision H_By:AK Checked: 09.06.2005  Revision E By:SCW Checked: 29.04.2005 CENTRAL QUAY
INO DRY RISER RELOCATED 1NO OMITTED BEDROOM MODULE A1.068 REPOSITIONED BY 10mm TO SIT MODULE TYPE REFERENCES ADDED. SHEFFIELD
AC CUPBOARD RELOCATED WITHIN GRID' LINES. CORE C KITCHEN 5K-05 CHANGED TO 5K-17 STUDENT ACCOMMODATION
CORE D BEDROOM MODULES D.1.86 E. C.1.52 E. C.154 E. AND B.1.28 ~ CORE C KITCHEN 5K-03 CHANGED TO 5K-16 moxcr
1NO AQV OMITTED D REPOSITIONED AND ’AC' CUPBOARDS ADDED. Revision D_ByrAK Checked: 15.04.2005

CLNR/COMMS ROOM ENLARGED

1NO DRY RISER RELOCATED 1NO OMITTED
AC CUPBOARD RELOCATED

CORE E

1NO AQV OMITTED

CLNR/COMMS ROOM RELOCATED

1NO DRY RISER RELOCATED 1NO OMITTED
CORE F

1NO AOV OMITTED

CLNR/COMMS ROOM RELOCATED

ELECTRIC RISER ROOM RELOCATED

INO DRY RISER RELOCATED 1NO OMITTED

Revision M_By: HM Checked: 05.12.2005
EXTERNAL LEAF DETAIL PLAN REFERENCE NUMBERS ADDED.

MODULE TYPE AMENDED FROM BER-30 TO BER-31 FLAT
B.1.28 BEDROOM C.

CORE LAYOUTS ALL SUBJECT TO MINOR
AMENDMENT/CO—ORDINATION.

EXTERNAL MATERIAL REFERENCES ADDED.

Revision G_By:AK Checked: 18.05.2005
MODULE TYPE AMENDED FROM PEL-55 T0 PER-55 FLAT

£.1.121 BEDROOM B(P)
SHOWN CLOUDED

LEVEL 1 FLOOR PLAN

FLAT, ROOM NUMBERS AND WINDOW LOCATIONS Rw Cw Lw
ADDED

KITCHEN 6K—04 CHANGED TO 5K-15
KTCHEN 4K-03 CHANGED TO 5K-13

Revision C_By:AK

Checked:

07.01.2005

1:100 @ AQ 1:200 @ A2

23.03.2005 ¢

FLOOR LEVELS KEY ADDED

INDICATIVE VILLAVENT “NON-STANDARD" DUCT

ROUTES SHOWN FOR COMMENT

Revision B By:ELS

Checked:

ANVl Hadfield Cawkwell Davidson

PLAN TO CORPORATION STREET AMENDED FOLLOWING PLANNING

COMMENTS.
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Revision N By:HM Checked: 16.12.2005 KITCHEN & STUDIO MODULE TYPES ADDED oiscinme: 08 101 TDRAWNG 10: W
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