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NOTE:
This drawing is copyright. Do not scale off dimensions. All dimensions to be checked on site by contractor.
Contractor to report any dimensional discrepancies, errors or omissions prior to commencing on site.

Please note that all layouts and areas are indicative and may be subject to change in line with the coordination of structure, services, fire requirements,
survey information and easements.

Information is also subject to change following further design development and building tolerances, or events outside the architect’s control. The architect
accepts no responsibility for any resulting implications or decisions, commercial or otherwise, made on the basis of this information.

Rev |Date

Description

Weathertight line, core, DDA WC, party wall build up, reception
04 ]06.11.2018 and substation walls revised.

Revised to latest coordination. Column on GL P7 revised. Wall
05 |05.12.2018 between office & bin store revised.

Plantroom, bin store, external walls and internal doors,
06 101.03.2019 blockwork amended

SSL AOD added in internal spaces / party wall and escape stairs
07 ]10.04.2019 setting out revised to latest coordinatl%n, switchroom door revised

08 |07.06.2019 |Plant lobby and gantry revised

09 |03.09.2019 |Gantry revised, riser door omitted

10 |04.10.2019 |Revised as per riser door rationalisation requested by B+K

11 118.10.2019 |FFLs added
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Project Title Drawing Title
New Wakefield Street GA Plan Ground Floor Level
Manchester
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